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SENSOR INTERFACE MODULE

EN-SIM-AI/SPS-GB2-BK

EN-SIM-AI/SPS-GB2-BK/DR *

NOTES:

WIRE UNIT IN ACCORDANCE WITH ALL APPLICABLE ELECTRICAL AND BUILDING CODES,
. USE OF ELECTRICAL JUNCTION BOX RECOMMENDED.
. PHOTO SENSOR IS FACTORY CALIBRATED.

. REFER TO ENCELIUM SIM INSTALLATION AND SERVICE MANUAL BEFORE INSTALLING 0OR
SERVICING MODULE.

FOR COMPATIBILITY WITH OTHER CONFIGURATIONS ON
ENCELIUM PRODUCTS CONTACT YOUR REPRESENTATIVE,
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